
Loss details
Nature of business 
 
 
Type of equipment 
 
 

Age of equipment 

Loss Bulletin 
Vero Engineering 

Insurance

The insurer is AAI Limited ABN 48 005 297 807 trading as Vero Insurance. Refer to the Policy for terms, 
conditions and exclusions. This Loss Bulletin relates to coverage available under Vero’s Equipment 
Breakdown Insurance Policy. V10193 12/04/16 A

Final loss

To find out more about 
Vero Engineering Insurance 
contact your broker or visit  
the Vero website vero.com.au

http://www.vero.com.au

	Title: Mains cables shorted out due to insulation breakdown
	Text1: Holiday resort
	Text2: Underground reticulating wiring
	Text3: Unknown
	Text4: A group of villas at the Insured’s resort facility experienced a power outage to all buildings serviced by Distribution      Board 5. On inspection, staff found the sub-main circuit breaker had tripped and on attempts to reset the supply the breaker continued to trip off. An electrical contractor was contacted to investigate. On inspection they found the underground sub-mains had short circuited on all three phases, indicating a significant electrical breakdown underground.It was confirmed the mains had a dead short-circuit on all four cables, suggesting the four cables had fused together in the underground enclosure. The exact location of the fault could not be located and therefore the whole cable required excavation and replacement. While the cables were being repaired a generator was installed to provide power to the affected villas, avoiding a significant loss of trade from the premium accommodations in the facility.
	Button1: 
	Text5: Settlement amount: $38,000


